
NOTES:
1) Process Fitting is 1/2" NPT Male
2) Instrument Fitting is 1/2" NPT 
Female
3) Side closest to pressure tube loop 
is the "Instrument Side"

Third angle projection
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General Dimensions   
1/2 NPT Male-to-Female 
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